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TIMBER FRAME WITH
NON-HARDENING MASTIC
CAULKING

BATTERIES

1060x960x120mm THICK RC ROOF SLAB

WITH MESH REF. 500 PLACED 50mm
FROM BOTTOM OF SLAB LEVEL.

230mm BRICKWORK

230mm BRICKWORK

230x200dp RC UPSTAND BEAM WITH Y10 U-BARS DOWELLED
INTO EXISTING SLAB AT 250mm c/c AND 2Y12 LACERS TOP AND
7BOTTOM. DOWELS TO BE CHEMICALLY ANCHORED WITH

A 100mm EMBEDMENT AS APPROVED BY ENGINEER.
INSTALLATION AS PER MANUFACTURER'S DETAILS.

GI FLASHING & COUNTERFLASHING%

/—EXISTING ROOF SLAB

< %GI FLASHING & COUNTERFLASHING

T\ EXISTING ROOF SLAB

TO BE SCABBLED, CLEANED &
APPLY WET-DRY BONDING AGENT.
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AND EXISTING SLAB. NEW PLINTH CONCRETE
STRENGTH TO BE 25MPa (U.N.O.).

500x500 PENETRATION
THROUGH CONCRETE SLAB

230x200dp RC UPSTAND

BEAM ALL ROUND OPENING

CAN A %
AL e
g

500x500 PENETRATION /
THROUGH BRICKWORK

A
&
A\
A
R;< NN
N
-
SENINED
>/

M—

do

G2

UPPER GROUND FLOOR -
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SCALE 1:50

NOTE:

A.B.E. SUPER LAYKOLD AND MEMBRANE.

ENTIRE DOG-BOX STRUCTURE TO BE WATERPROOFED USING

1060x960x120mm THICK RC ROOF SLAB
WITH MESH REF. 500 PLACED 50mm
FROM BOTTOM OF SLAB LEVEL.

:/—230mm BRICKWORK

230x200dp RC UPSTAND BEAM WITH Y10 U-BARS DOWELLED
INTO EXISTING SLAB AT 250mm c/c AND 2Y12 LACERS TOP AND
BOTTOM. DOWELS TO BE CHEMICALLY ANCHORED WITH

A 100mm EMBEDMENT AS APPROVED BY ENGINEER.

INSTALLATION AS PER MANUFACTURER'S DETAILS.

/—EXISTING ROOF SLAB

SECTION B-B

SCALE 1:20

EXISTING ROOF SLAB
TO BE SCABBLED, CLEANED &

< %GI FLASHING & COUNTERFLASHING

APPLY WET-DRY BONDING AGENT.
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1260x1160x120mm THICK RC ROOF SLAB
WITH MESH REF. 500 PLACED 50mm
FROM BOTTOM OF SLAB LEVEL.

230mm BRICKWORK

230x200dp RC UPSTAND BEAM WITH Y10 U-BARS DOWELLED
INTO EXISTING SLAB AT 250mm c/c AND 2Y12 LACERS TOP
AND BOTTOM. DOWELS TO BE CHEMICALLY ANCHORED WITH
A 100mm EMBEDMENT AS APPROVED BY ENGINEER.
INSTALLATION AS PER MANUFACTURER'S DETAILS.

230mm BRICKWORK

EXISTING ROOF SLAB

GI FLASHING & COUNTERFLASHING%

GI FLASHING & COUNTERFLASHING

TO BE SCABBLED, CLEANED &
APPLY WET-DRY BONDING AGENT.
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SCALE 1:20

TIMBER FRAME WITH
NON-HARDENING MASTIC CAULKING

NOTE:
ENTIRE DOG-BOX STRUCTURE TO BE WATERPROOFED USING
A.B.E. SUPER LAYKOLD AND MEMBRANE.

1260x1160x120mm THICK RC ROOF SLAB

WITH MESH REF. 500 PLACED 50mm
FROM BOTTOM OF SLAB LEVEL.

230mm BRICKWORK

230x200dp RC UPSTAND BEAM WITH Y10 U-BARS DOWELLED
INTO EXISTING SLAB AT 250mm c/c AND 2Y12 LACERS TOP AND

A 100mm EMBEDMENT AS APPROVED BY ENGINEER.

BOTTOM. DOWELS TO BE CHEMICALLY ANCHORED WITH
7INSTALLATION AS PER MANUFACTURER'S DETAILS.
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NEXISTING ROOF SLAB

TO BE SCABBLED, CLEANED &
APPLY WET-DRY BONDING AGENT.
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